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e) Single click to highlight the Internet Protocol 
Version 4 (TCP/IPv4) bar and click on the 
Properties button. The Internet Protocol 
Version 4 (TCP/IPv4) Properties window will 
appear as shown in Fig 14.

f) 	check on the Use the following IP address 
button and set the IP address to 192.168.28.1 
and the subnet mask to 255.255.255.0 as 
shown below. 

Fig 13 : 
Local Area Connection Properties window

Only devices within the sub-network as defined 
by the subnet mask can communicate with the 
meter. In the instance of the above default subnet 
mask, only devices (e.g. PC or router, etc.) with 
IP addresses that begin with 192.168.28 can 
communicate with the meter.

For direct PC connection, the IP address of the 
PC can be changed as follows:

a)	go to the START menu and click on the 
Control Panel label.

b)	under the Network and Internet heading, 
click on the View network status and tasks 
link.

c)	under the Tasks sidebar, click on the Manage 
network connections link.

d)	double click on the LAN port that is connected 
to the meter. You may be asked by Windows 
for access permission. Upon confirmation, 
you will see the Local Area Connection 
Properties window as shown in Fig 13.

Installation	
2.4
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Fig 14 : 
Internet Protocol Version 4 (TCP/IPv4) Properties window

Note:
The last digit of the IP address may be varied 
from 1 up to 255 but care must be taken to 
use only a vacant IP address.

Meter Operations	
2.4	

   3	
3.1

3
Meter Operations 
The power meter front panel user interface comes 
with a large colour LCD display and 4 touch buttons, 
labelled F1, F2, F3 and F4 as shown in Fig 15.

To touch the button, simply place a finger on the 
square below the labels corresponding to the menu 
item at the bottom of the display.

3.1
OVERVIEW page & MAIN 
MENU 
Upon power up, the power meter will display an 
OVERVIEW page, listing a summary of basic 
parameters for all phases as shown in Fig 15:

g) click on the OK button to exit. Repeat pressing 
the OK button in the Local Area Connection 
Properties window.

Fig 15 : OVERVIEW page

F1 F2 F3 F4
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Touch BUTTON functions:
•	when any button is touched, the MAIN 

MENU will be displayed as shown in Fig 16 
below.

•	 to go to the sub-menu of interest, touch the 
SELECT (F2) button in multiple times until 
the corresponding icon is highlighted (within 
a dashed rectangular box) as shown in 
Fig 16. To confirm this selection, touch the 
ENTER (F4) button.

•	 to return to the OVERVIEW page, touch the 
HOME (F1) button in the MAIN MENU.

When the power meter is left idle for more than 5 
minutes, the display will default to the OVERVIEW 
page.

Fig 16 : MAIN MENU

Meter Operations	
3.1	

3.2

3.2
Password 
Authentication
For authentication in the parameter setting 
operations, the user may be prompted for a valid 
password. In this mode, the Enter Password 
window as shown in Fig 17 below will appear.

Touch BUTTON functions:
•	 to abort the operation and return to the 

previous page, touch the ABORT (F4) button.

•	otherwise, touch the SET (F1) button to enter 
the input password mode.

In the input password mode, the UP (F2) and 
DOWN (F3) buttons will become active and 
the background colour of the active field will be 
changed to white.

Fig 17 : Enter Password window
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Note:
The device password will be used for all 
authentication purposes except in the 
Factory Settings sub page.

The default device password is 9999. The user 
is advised to set their own password for security 
reasons. 

On the other hand, the factory setting password 
is fixed at 6256 and it cannot be changed.

Meter Operations	
3.2

Touch BUTTON functions:
•	 to increase the number, touch the UP (F2) 

button.

•	 to decrease the number, touch the DOWN 
(F3) button.

•	 to select the next active field to change, touch 
the NEXT (F1) button and repeat the above 2 
steps.

•	 to abort the operation and return to the 
previous page, touch the ABORT (F4) button.

•	 to confirm the password, touch the ENTER 
(F4) button. If the password is wrong, an 
error message will appear and the above 
process has to be repeated unless aborted 
by touching the ABORT (F4) button.
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Touch BUTTON functions:
•	 to select the parameter page of interest, 

touch either the UP (F2) or DOWN (F3) 
button until the item of interest is highlighted 
(within a dashed rectangular box and a RED 
dot to its left).

•	 to confirm this selection, touch the ENTER 
(F4) button.

•	 to return to the MAIN MENU, touch the 
BACK (F1) button.

3.3
VOLTAGE sub-menu
The VOLTAGE sub-menu allows the selection of 
voltage parameter pages as shown in Fig 18 and 
its continuation in Fig 19:

Fig 18 : VOLTAGE sub-menu

Fig 19 : VOLTAGE sub-menu (cont’d)

Note:
In a delta system without any neutral as shown 
in Figs 8 and 9, the phase quantities are 
measured with respect to a virtual neutral point.Meter Operations	

3.3
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Touch BUTTON functions:
•	 to jump to the Maximum Phase Voltage 

page, touch the PEAK (F2) button.

•	 to jump to the Line Voltage page, touch the 
LINE (F3) button.

• to jump to the Voltage Waveform page, 
touch the WAVE (F4) button.

•	otherwise, touch the BACK (F1) button to 
return to the VOLTAGE sub-menu.

Touch BUTTON functions:
•	 to jump to the Maximum Line Voltage page, 

touch the PEAK (F2) button.

•	 to jump to the Phase Voltage page, touch the 
PHASE (F3) button.

•	 to jump to the Voltage Waveform page, 
touch the WAVE (F4) button.

•	otherwise, touch the BACK (F1) button to 
return to the VOLTAGE sub-menu.

3.3.1
Phase Voltage
The Phase Voltage page shows the true RMS 
voltage of each phase as shown in Fig 20 below:

3.3.2
Line Voltage
The Line Voltage page shows the true RMS 
voltage between any 2 phases as shown in Fig 21:

Fig 20 : Phase Voltage page Fig 21 : Line Voltage page

Meter Operations	
3.3.1	

3.3.2
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3.3.3
MAXIMUM PHASE VOLTAGE
The Maximum Phase Voltage page shows the 
recorded maximum true RMS phase voltage with 
the corresponding time and date since the last 
reset as shown in Fig 22:

The time and date records are displayed in the 
hour:minute:second day-month-year format.

In clearing the recorded values, the user will be 
prompted with a Clear Logged Data? confirmation.

When these recorded values are cleared, the
corresponding time and date records are also 
cleared to the default 00:00:00 00-00-2000.

3.3.4
MINIMUM PHASE VOLTAGE
The Minimum Phase Voltage page shows the 
recorded minimum true RMS phase voltage with 
the corresponding time and date since the last 
reset as shown in Fig 23:

Fig 22 : Maximum Phase Voltage page

Fig 23 : Minimum Phase Voltage page

Touch BUTTON functions:
• to reset the recorded maximum voltage 

values to zero, touch the RESET (F3) button. 

• otherwise, touch the BACK (F1) button to 
return to the VOLTAGE sub-menu.

Touch BUTTON functions:
• to confirm clearing the recorded values, touch 

the YES (F4) button.

• otherwise, touch the NO (F2) button.

Meter Operations	
3.3.3     3.3.4
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The time and date records are displayed in the 
hour:minute:second day-month-year format.

The time and date records are displayed in the 
hour:minute:second day-month-year format.

In clearing the recorded values, the user
will be prompted with a Clear Logged Data? 
confirmation.

When these recorded values are cleared, the 
corresponding time and date records are also 
cleared to the default 00:00:00 00-00-2000.

3.3.5
MAXIMUM LINE VOLTAGE
The Maximum Line Voltage page shows the 
recorded maximum true RMS line voltage with 
the corresponding time and date since the last 
reset as shown in Fig 24:

Fig 24 : Maximum Line Voltage page

Touch BUTTON functions:
• to reset the recorded minimum voltage values 

to zero, touch the RESET (F3) button.

• otherwise, touch the BACK (F1) button to 
return to the VOLTAGE sub-menu.

Touch BUTTON functions:
• to reset the recorded maximum voltage 

values to zero, touch the RESET (F3) button.

• otherwise, touch the BACK (F1) button to 
return to the VOLTAGE sub-menu.

Touch BUTTON functions:
• to confirm clearing the recorded values, touch 

the YES (F4) button.

• otherwise, touch the NO (F2) button.

In clearing the recorded values, the user
will be prompted with a Clear Logged Data? 
confirmation.

Touch BUTTON functions:
• to confirm clearing the recorded values, touch 

the YES (F4) button.

• otherwise, touch the NO (F2) button.

Meter Operations	
3.3.4	

3.3.5
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In clearing the recorded values, the user
will be prompted with a Clear Logged Data? 
confirmation.

When these recorded values are cleared, the 
corresponding time and date records are also 
cleared to the default 00:00:00 00-00-2000.

Touch BUTTON functions:
• to confirm clearing the recorded values, touch 

the YES (F4) button.

• otherwise, touch the NO (F2) button.

3.3.6
MINIMUM LINE VOLTAGE
The Minimum Line Voltage page shows the 
recorded minimum true RMS line voltage with the 
corresponding time and date since the last reset 
as shown in Fig 25:

Fig 25 : Minimum Line Voltage page

The time and date records are displayed in the 
hour:minute:second day-month-year format.

Touch BUTTON functions:
• to reset the recorded minimum voltage values 

to zero, touch the RESET (F3) button.

• otherwise, touch the BACK (F1) button to 
return to the VOLTAGE sub-menu.

3.3.7
Sequence Voltages
The Sequence Voltages page shows the 
positive, negative and zero sequence RMS phase 
voltages as shown in Fig 26. They are useful 
for identifying abnormalities such as voltage 
imbalance and phase reversals. Please see 
section B.3 in Appendix B for details.

When these recorded values are cleared, the 
corresponding time and date records are also 
cleared to the default 00:00:00 00-00-2000.

Meter Operations	
3.3.6     3.3.7
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Fig 26 : Sequence Voltages page

Touch BUTTON functions:
• to jump to the Line Voltage page, touch the 

LINE (F2) button.

•	 to jump to the Phase Voltage page, touch the 
PHASE (F3) button.

•	 to jump to the Voltage Waveform page, 
touch the WAVE (F4) button.

•	otherwise, touch the BACK (F1) button to 
return to the VOLTAGE sub-menu.  

3.3.8
Voltage Harmonics
The Voltage Harmonics page shows the 
voltage harmonics spectrum and the voltage 
Total Harmonics Distortion (THD) of each phase. 
Upon entering this parameter page, the voltage 
harmonics spectrum will be displayed as shown 
in Fig 27:

Fig 27 : Voltage Harmonics page

The harmonics content is displayed as a percentage 
of the fundamental phase voltage. Please see 
section B.2 in Appendix B for more details.

Meter Operations	
3.3.7	

3.3.8
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3.3.9
VOLTAGE HARMONICS 
TABLE
The Voltage Harmonics Table page shows 
the harmonic voltages as a percentage of the 
fundamental voltage for each phase up to the 
32nd order as shown in Fig 29 for phase L1:

Fig 29 : Phase L1 Voltage Harmonics page

In the Voltage THD parameter page, the voltage 
THD for each phase is displayed as shown in 
Fig 28.

Fig 28 : Voltage THD parameter page

Touch BUTTON functions:
•	 to return to the Voltage Harmonics page, 

touch the BACK (F4) button

Touch BUTTON functions:
•	 to alternate between the odd and even 

harmonics spectrum display, touch the EVEN 
(F2) or ODD (F2) button.

•	 to display the spectrum of the next phase, 
touch the NEXT (F3) button.

•	 to jump to the THD parameter page as shown 
in Fig 28 below, touch the THD (F1) button.

•	otherwise, touch the BACK (F4) button to 
return to the VOLTAGE sub-menu.

Meter Operations	
3.3.8     3.3.9
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Touch BUTTON functions:
•	 touch any one button (F1, F2, F3 or F4) once 

to view the voltage harmonics content of 
phase L2.

• to view the voltage harmonics content of 
phase L3, touch any button (F1, F2, F3 or 
F4) once more. 

• to return to the VOLTAGE sub-menu., touch 
any one button (F1, F2, F3 or F4) one more 
time.

The RED, YELLOW and BLUE traces show 
the voltage waveform of phases L1, L2 and L3 
respectively.

3.3.10
Voltage Waveform
The Voltage Waveform page shows the phase 
voltage waveform of all phases as shown in 
Fig 30:

Fig 30 : Voltage Waveform page

The three display zoom levels correspond to a 
maximum range of approximately ±110V, ±220V 
and ±440V rms at the metering voltage input.

The time capture span is fixed at approximately 
65 msec.

Meter Operations	
3.3.9	

3.3.10
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Note:
The displayed waveform is solely for visual 
inspection and not for measurement purposes.

The waveform is the captured voltage at 
the metering voltage input, not necessarily 
the actual phase voltage, especially when 
voltage transformers are used.

Touch BUTTON functions:
•	 to change the trigger source among the 3 

phases, touch the TRIG (F1) button.

•	 to zoom out the voltage display scale, touch 
the - (F2) button.

•	 to zoom in the voltage display scale, touch 
the + (F3) button.

•	otherwise, touch the BACK (F4) button to 
return to the VOLTAGE sub-menu.

3.4
CURRENT sub-menu
The CURRENT sub-menu allows the selection of 
current parameter pages as shown in Fig 31 and 
its continuation in Fig 32:

Fig 31 : CURRENT sub-menu

Fig 32 : CURRENT sub-menu (cont’d)

Meter Operations	
3.3.10     3.4
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Meter Operations	
3.4	

3.4.1

The right-most column of the current value 
display shows the corresponding percentage 
loading of the rated metering current input.

Note:
In a star system without a neutral CT as 
shown in Fig 7, the displayed neutral current 
is derived from the summation of the phase 
CT currents.

Touch BUTTON functions:
•	 to select the parameter page of interest, 

touch either the UP (F2) or DOWN (F3) 
button until the parameter item is highlighted 
(within a dashed rectangular box and a RED 
dot to its left). To confirm this selection, touch 
the ENTER (F4) button.

•	 to return to the MAIN MENU, touch the 
BACK (F1) button.

3.4.1
Phase Current
The Phase Current page shows the true RMS 
current of each phase and where applicable, 
neutral as shown in Fig 33:

Fig 33 : Phase Current page

Touch BUTTON functions:
•	 to jump to the Maximum Current page, 

touch the PEAK (F2) button.

•	 to jump to the Current Harmonics page, 
touch the HAR (F3) button.

•	 to jump to the Current Waveform page, 
touch the WAVE (F4) button.

•	otherwise, touch the BACK (F1) button to 
return to the CURRENT sub-menu.
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Meter Operations	
3.4.2	

3.4.2
Maximum Current
The Maximum Current page shows the 
recorded maximum true RMS current of each 
phase and where applicable, neutral with the 
corresponding time and date since the last reset 
as shown in Fig 34:

Fig 34 : Maximum Current page

In clearing the recorded values, the user
will be prompted with a Clear Logged Data? 
confirmation.

When these recorded values are cleared, the 
corresponding time and date records are also 
cleared to the default 00:00:00 00-00-2000.

Touch BUTTON functions:
• to confirm clearing the recorded values, touch 

the YES (F4) button.

• otherwise, touch the NO (F2) button.

The time and date records are displayed in the 
hour:minute:second day-month-year format.

Touch BUTTON functions:
• to reset the recorded maximum current values 

to zero, touch the RESET (F3) button.

• otherwise, touch the BACK (F1) button to 
return to the CURRENT sub-menu.
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Meter Operations	
3.4.3

3.4.3
MINIMUM Current
The Minimum Current page shows the recorded 
minimum true RMS current of each phase and 
where applicable, neutral with the corresponding 
time and date since the last reset as shown in 
Fig 35:

Fig 35 : Minimum Current page

The time and date records are displayed in the 
hour:minute:second day-month-year format.

Touch BUTTON functions:
• to reset the recorded minimum current values 

to zero, touch the RESET (F3) button.

• otherwise, touch the BACK (F1) button to 
return to the CURRENT sub-menu.

In clearing the recorded values, the user
will be prompted with a Clear Logged Data? 
confirmation.

When these recorded values are cleared, the 
corresponding time and date records are also 
cleared to the default 00:00:00 00-00-2000.

Touch BUTTON functions:
• to confirm clearing the recorded values, touch 

the YES (F4) button.

• otherwise, touch the NO (F2) button.
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Meter Operations	
3.4.4

3.4.4
Current DemanD
The Current Demand page shows the current 
averaged over a demand interval for each phase 
as shown in Fig 36. The current demand is 
calculated using the thermal demand method. 
Please see section B.1 in Appendix B for details.

Fig 36 : Current Demand page

Touch BUTTON functions:
•	 to jump to the Current Demand Setup page 

as shown in Fig 37, touch the SET (F2) 
button.

•	 to jump to the Maximum Current Demand 
page, touch the MAX (F4) button.

•	otherwise, touch the BACK (F1) button to 
return to the CURRENT sub-menu.

Fig 37 : Current Demand Setup page

Touch BUTTON functions:
•	 to input new settings, touch the SET (F4) 

button.
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Meter Operations	
3.4.4

•	otherwise, touch the BACK (F1) button to 
return to the CURRENT sub-menu.

Touch BUTTON functions:
•	 to increase the number, touch the UP (F2) 

button.

•	 to decrease the number, touch the DOWN 
(F3) button.

In the input mode, the UP (F2) and DOWN (F3) 
buttons will become active and the background 
colour of the active field will be changed to white.

Demand interval can be set from 60 secs to 1800 
secs in steps of 60 secs whereas the number of 
sub interval blocks can be set from 2 to 120.

Note:
The demand interval in secs must be whole 
number multiples of the number of sub 
intervals and the sub interval period must be 
longer than 15 secs.

•	 to select the next field to change, touch the 
NEXT (F4) button and repeat the above 2 
steps.

•	 to save the settings and/or return to the 
Current Demand page, touch the BACK 
(F1) button.

Touch BUTTON functions:
•	 to abort saving the settings and return to the 

Current Demand page, touch the NO (F3) 
button.

•	otherwise, touch the YES (F2) button to save 
the settings and the user will be prompted for 
password authentication as per section 3.2

The user will be prompted to confirm the saving 
of settings.

Note:
When the Demand Interval is changed, the 
sub intervals defaults to 2. This can however, 
be changed separately when the NEXT (F4) 
button is touched.
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Meter Operations	
3.4.5	

3.4.6

Touch BUTTON functions:
• to reset the recorded maximum current 

demand values to zero, touch the RESET 
(F3) button.

3.4.5
MaxIMUM Current 
Demand
The Maximum Current Demand page shows 
the recorded maximum current demand for each 
phase with the corresponding time and date since 
the last reset as shown in Fig 38:

Fig 38 : Maximum Current Demand page Touch BUTTON functions:
• to confirm clearing the recorded values, touch 

the YES (F4) button.

•	otherwise, touch the NO (F2) button.

In clearing the recorded values, the user
will be prompted with a Clear Logged Data? 
confirmation.

When these recorded values are cleared, the 
corresponding time and date records are also 
cleared to the default 00:00:00 00-00-2000.

3.4.6
Sequence Currents
The Sequence Current page shows the 
positive, negative and zero sequence currents as 
shown in Fig 39. They are useful for identifying 
abnormalities such as current imbalance and 
phase reversals. Please see section B.3 in 
Appendix B for details.

• otherwise, touch the BACK (F1) button to 
return to the CURRENT sub-menu.

The time and date records are displayed in the 
hour:minute:second day-month-year format.



35

Meter Operations	
3.4.6	

3.4.7
3.4.7
Current Harmonics
The Current Harmonics page shows the 
current harmonics spectrum and the current 
Total Hormonic Distortion (THD) of each phase. 
Upon entering this parameter page, the current 
harmonics spectrum will be displayed as shown 
in Fig 40. The neutral harmonics content will NOT 
be displayed.

Fig 40 : Current Harmonics page

The harmonics content is displayed as a percentage 
of the fundamental phase current. Please see 
section B.2 in Appendix B for more details.

Fig 39 : Sequence Current page

Touch BUTTON functions:
•	 to jump to the Maximum Current page, 

touch the PEAK (F2) button.

•	 to jump to the Phase Current page, touch 
the PHASE (F3) button.

•	 to jump to the Current Waveform page, 
touch the WAVE (F4) button.

•	otherwise, touch the BACK (F1) button to 
return to the CURRENT sub-menu.



36

Meter Operations	
3.4.7	

3.4.8

In the Current THD parameter page, the current 
THD for each phase is displayed as shown in 
Fig 41.

Fig 41 : Current THD parameter page

Touch BUTTON functions:
•	 to return to the Current Harmonics page, 

touch the BACK (F4) button.

Touch BUTTON functions:
•	 to alternate between the odd and even 

harmonics spectrum display, touch the EVEN 
(F2) or ODD (F2) button.

•	 to display the spectrum of the next phase, 
touch the NEXT (F3) button.

•	 to jump to the THD parameter page as shown 
in Fig 41, touch the THD (F1) button.

•	otherwise, touch the BACK (F4) button to 
return to the CURRENT sub-menu.

3.4.8
CURRENT HARMONICS 
TABLE
The Current Harmonics Table page shows 
the harmonic currents as a percentage of the 
fundamental current for each phase up to the 
32nd order as shown in Fig 42 for phase L1:

Fig 42 : Phase L1 Current Harmonics page
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Meter Operations	
3.4.8	

3.4.9
3.4.9
Current Waveform
The Current Waveform page shows the current 
waveform of all phases as shown in Fig 43:

Fig 43  : Current Waveform page

The RED, YELLOW and BLUE traces show 
the current waveform of phases L1, L2 and L3 
respectively.

The three display zoom levels correspond to a 
maximum range of approximately ±20%, ±40% 
and ±80% of the rated rms metering current 
input (5A).

The time capture span is fixed at approximately 
65 msec.

Touch BUTTON functions:
•	 touch any one button (F1, F2, F3 or F4) once 

to view the current harmonics content of 
phase L2.

• to view the current harmonics content of 
phase L3, touch any button (F1, F2, F3 or 
F4) once more. 

• to return to the CURRENT sub-menu., touch 
any one button (F1, F2, F3 or F4) one more 
time.
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The right-most column of the power factor display 
indicates the capacitive or inductive nature of the 
power factor.

Meter Operations	
3.4.9	

3.5	

3.5
PF & FREQUENCY
sub-menu
The PF & FREQUENCY sub-menu allows the 
selection of PF & frequency parameter pages as 

Fig 44 : PF & FREQUENCY sub-menu

Touch BUTTON functions:
•	 to select the parameter page of interest, 

touch either the UP (F2) or DOWN (F3) 
button until the parameter item is highlighted 
(within a dashed rectangular box and a RED 
dot to its left). To confirm this selection, touch 
the ENTER (F4) button.

•	 to return to the MAIN MENU, touch the 
BACK (F1) button.

Touch BUTTON functions:
•	 to change the trigger source among the 3 

phases, touch the TRIG (F1) button.

•	 to zoom out the current display scale, touch 
the - (F2) button.

•	 to zoom in the current display scale, touch 
the + (F3) button.

•	otherwise, touch the BACK (F4) button to 
return to the CURRENT sub-menu.

Note:
The displayed waveform is solely for visual 
inspection and not for measurement purposes.

The waveform is the captured current at the 
metering current input, not necessarily the 
actual phase current.

shown in Fig 44:



39

Meter Operations	
3.5.1	

3.5.2
3.5.1
PF & Frequency
The PF & Frequency page shows the summary 
of the overall total power factor as well as the 
power frequency as shown in Fig 45:

Fig 45 : PF & FREQUENCY page

Touch BUTTON functions:
•	 to jump to the Displacement PF page, touch 

the DPF (F2) button.

•	 to jump to the Power Factor page, touch the 
PF (F3) button.

•	otherwise, touch the BACK (F1) button to 
return to the PF & FREQUENCY sub-menu.

3.5.2
Power Factor (PF)
The Power Factor page shows the total power 
factor for each phase as well as the overall total 
power factor as shown in Fig 46. The total power 
factor is derived from the phase RMS voltage, 
RMS current and active power. Please see 
section B.4 in Appendix B for more details.

Fig 46 : Power Factor page

Touch BUTTON functions:
•	 to jump to the Displacement PF page, touch 

the DPF (F2) button.

•	 to jump to the PF & FREQUENCY page, 
touch the ALL (F4) button.
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Meter Operations	
3.5.3	

3.5.4

Touch BUTTON functions:
•	 to jump to the Power Factor page, touch the 

PF (F3) button.

•	 to jump to the PF & FREQUENCY page, 
touch the ALL (F4) button.

•	otherwise, touch the BACK (F1) button to 
return to the PF & FREQUENCY sub-menu.

3.5.3
Displacement PF (DPF)
The Displacement PF page shows the 
displacement power factor for each phase as 
shown in Fig 47. The displacement power factor 
is derived from the fundamental component of 
the phase voltage, current and fundamental 
active power. Please see section B.4 in Appendix 
B for more details.

3.5.4
MAX/MIN INDUCTIVE PF
The Max/Min Inductive PF page shows the 
recorded maximum and minimum inductive power 
factor with the corresponding time and date since 
the last reset as shown in Fig 48:Fig 47 : Displacement PF page

Fig 48 : Max/Min Inductive PF page

•	otherwise, touch the BACK (F1) button to 
return to the PF & FREQUENCY sub-menu.
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3.5.5
MAX/MIN CAPACITIVE PF
The Max/Min Capacitive PF page shows the 
recorded maximum and minimum capacitive 
power factor with the corresponding time and date 
since the last reset as shown in Fig 49:

Fig 49 : Max/Min Capacitive PF page

The time and date records are displayed in the 
hour:minute:second day-month-year format.

The time and date records are displayed in the 
hour:minute:second day-month-year format.

Touch BUTTON functions:
• to reset the recorded maximum and minimum 

PF values to zero, touch the RESET (F3) 
button.

• otherwise, touch the BACK (F1) button to 
return to the PF & FREQUENCY sub-menu.

Touch BUTTON functions:
• to reset the recorded maximum and minimum 

PF values to zero, touch the RESET (F3) 
button. 

• otherwise, touch the BACK (F1) button to 
return to the PF & FREQUENCY sub-menu.

In clearing the recorded values, the user
will be prompted with a Clear Logged Data? 
confirmation.

When these recorded values are cleared, the 
corresponding time and date records are also 
cleared to the default 00:00:00 00-00-2000.

Touch BUTTON functions:
• to confirm clearing the recorded values, touch 

the YES (F4) button.

• otherwise, touch the NO (F2) button.

Meter Operations	
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In clearing the recorded values, the user
will be prompted with a Clear Logged Data? 
confirmation.

In clearing the recorded values, the user
will be prompted with a Clear Logged Data? 
confirmation.

When these recorded values are cleared, the 
corresponding time and date records are also 
cleared to the default 00:00:00 00-00-2000.

When these recorded values are cleared, the 
corresponding time and date records are also 
cleared to the default 00:00:00 00-00-2000.

Touch BUTTON functions:
• to confirm clearing the recorded values, touch 

the YES (F4) button.

• otherwise, touch the NO (F2) button.

Touch BUTTON functions:
• to confirm clearing the recorded values, touch 

the YES (F4) button.

• otherwise, touch the NO (F2) button.

3.5.6
MAX/MIN FREQUENCY
The Max/Min Frequency page shows the 
recorded maximum and minimum power frequency 
with the corresponding time and date since the last 
reset as shown in Fig 50:

Fig 50 : Max/Min Frequency PF page

The time and date records are displayed in the 
hour:minute:second day-month-year format.

Touch BUTTON functions:
• to reset the recorded maximum and minimum 

frequency values to zero, touch the RESET 
(F3) button. 

• otherwise, touch the BACK (F1) button to 
return to the PF & FREQUENCY sub-menu.

Meter Operations	
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3.6.1
3.6
POWER sub-menu
The POWER sub-menu allows the selection of 
power parameter pages as shown in Fig 51 and 
its continuation in Fig 52:

Fig 51 : POWER sub-menu

Fig 52 : POWER sub-menu (cont’d)

Touch BUTTON functions:
•	 to select the parameter page of interest, 

touch either the UP (F2) or DOWN (F3) 
button until the parameter item is highlighted 
(within a dashed rectangular box and a RED 
dot to its left). To confirm this selection, touch 
the ENTER (F4) button.

•	 to return to the MAIN MENU, touch the 
BACK (F1) button.

3.6.1
Active Power
The Active Power page shows the nett active 
power for each phase as well as the total nett 
active power as shown in Fig 53:

Fig 53 : Active Power page
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3.6.2

3.6.2
Reactive Power
The Reactive Power page shows the nett 
reactive power for each phase as well as the total 
nett reactive power as shown in Fig 54:

Fig 54 : Reactive Power page

Touch BUTTON functions:
•	 to jump to the Active Power page, touch the 

P (F2) button.

•	 to jump to the Total Power page, touch the 
ALL (F3) button.

•	 to jump to the Apparent Power page, touch 
the S (F4) button.

•	otherwise, touch the BACK (F1) button to 
return to the POWER sub-menu.

Touch BUTTON functions:
•	 to jump to the Total Power page, touch the 

ALL (F2) button.

•	 to jump to the Reactive Power page, touch 
the Q (F3) button.

•	 to jump to the Apparent Power page, touch 
the S (F4) button.

•	otherwise, touch the BACK (F1) button to 
return to the POWER sub-menu.
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Touch BUTTON functions:
•	 to jump to the Active Power page, touch the 

P (F2) button.

•	 to jump to the Reactive Power page, touch 
the Q (F3) button.

•	 to jump to the Total Power page, touch the 
ALL (F4) button.

•	otherwise, touch the BACK (F1) button to 
return to the POWER sub-menu.

3.6.3
Apparent Power
The Apparent Power page shows the nett apparent 
power for each phase as well as the total nett 
apparent power as shown in Fig 55:

Fig 55 : Apparent Power page

Touch BUTTON functions:
•	 to jump to the Active Power page, touch the 

P (F2) button.

•	 to jump to the Reactive Power page, touch 
the Q (F3) button.

•	 to jump to the Apparent Power page, touch 
the S (F4) button.

•	otherwise, touch the BACK (F1) button to 
return to the POWER sub-menu.

3.6.4
Total Power
The Total Power page shows the total nett power 
flow for active, reactive and apparent power as 
shown in Fig 56:

Fig 56 : Total Power page
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3.6.5
Power Demand
The Power Demand page shows the power 
averaged over a demand interval for active, 
reactive and apparent power as shown in Fig 57. 
Please see section B.1 in Appendix B for details.

Fig 57 : Power Demand page

Fig 58 : Power Demand Setup page

Touch BUTTON functions:
•	 to jump to the Power Demand Setup page 

as shown in Fig 58, touch the SET (F2) 
button.

•	 to jump to the Maximum Power Demand 
page, touch the MAX (F4) button.

•	otherwise, touch the BACK (F1) button to 
return to the POWER sub-menu.

Touch BUTTON functions:
•	 to input new settings, touch the SET (F4) 

button.

•	otherwise, touch the BACK (F1) button to 
return to the POWER sub-menu.

In the input mode, the UP (F2) and DOWN (F3) 
buttons will become active and the background 
colour of the active field will be changed to white.

Demand interval can be set from 60 secs to 1800 
secs in steps of 60 secs whereas the number of 
sub interval blocks can be set from 2 to 120.
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Touch BUTTON functions:
•	 to increase the number, touch the UP (F2) 

button.

•	 to decrease the number, touch the DOWN 
(F3) button.

•	 to select the next field to change, touch the 
NEXT (F4) button and repeat the above 2 
steps.

•	 to save the settings and/or return to the 
Power Demand page, touch the BACK (F1) 
buttons.

The user will be prompted to confirm the saving 
of settings.

Note:
The demand interval in secs must be whole 
number multiples of the number of sub 
intervals and the sub interval period must be 
longer than 15 sec.

Note:
When the Demand Interval is changed, the 
sub intervals defaults to 2. This can however, 
be changed separately when the NEXT (F4) 
button is touched.

3.6.6
MaxIMUM POWER 
Demand
The Maximum Power Demand page shows the 
recorded maximum real, reactive and apparent 
power demand with the corresponding time and 
date since the last reset as shown in Fig 59:

Fig 59 : Maximum Power Demand page

Touch BUTTON functions:
•	 to abort saving the settings and return to the 

Power Demand page, touch the NO (F3) 
button.

•	otherwise, touch the YES (F2) button to save 
the settings and the user will be prompted for 
password authentication as per section 3.2.
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Touch BUTTON functions:
• to reset the recorded maximum power 

demand values to zero, touch the RESET 
(F3) button.

• otherwise, touch the BACK (F1) button to 
return to the POWER sub-menu.

Touch BUTTON functions:
• to reset the recorded maximum active power 

values to zero, touch the RESET (F3) button.

• otherwise, touch the BACK (F1) button to 
return to the POWER sub-menu.

Touch BUTTON functions:
•	 to confirm clearing the recorded values, 

touch the YES (F4) button.

•	otherwise, touch the NO (F2) button.

In clearing the recorded values, the user will 
be prompted with a Clear Logged Data? 
confirmation.

3.6.7
MAXIMUM ACTIVE POWER
The Maximum Active Power page shows the 
recorded maximum active power for each phase 
as well as the maximum total active power with 
the corresponding time and date since the last 
reset as shown in Fig 60:

Fig 60 : Maximum Active Power page

The time and date records are displayed in the 
hour:minute:second day-month-year format.

The time and date records are displayed in the 
hour:minute:second day-month-year format.

When these recorded values are cleared, the 
corresponding time and date records are also 
cleared to the default 00:00:00 00-00-2000.
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Touch BUTTON functions:
• to reset the recorded minimum active power 

values to zero, touch the RESET (F3) button.

• otherwise, touch the BACK (F1) button to 
return to the POWER sub-menu.

Touch BUTTON functions:
•	 to confirm clearing the recorded values, 

touch the YES (F4) button.

•	otherwise, touch the NO (F2) button.

In clearing the recorded values, the user will 
be prompted with a Clear Logged Data? 
confirmation.

In clearing the recorded values, the user will 
be prompted with a Clear Logged Data? 
confirmation.

3.6.8
MINIMUM ACTIVE POWER
The Minimum Active Power page shows the 
recorded minimum active power for each phase 
as well as the minimum total active power with 
the corresponding time and date since the last 
reset as shown in Fig 61:

Fig 61 : Minimum Active Power page

The time and date records are displayed in the 
hour:minute:second day-month-year format.

When these recorded values are cleared, the 
corresponding time and date records are also 
cleared to the default 00:00:00 00-00-2000.

Meter Operations	
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Touch BUTTON functions:
•	 to confirm clearing the recorded values, 

touch the YES (F4) button.

•	otherwise, touch the NO (F2) button.

Touch BUTTON functions:
•	 to confirm clearing the recorded values, 

touch the YES (F4) button.

•	otherwise, touch the NO (F2) button.

3.6.9
MAXIMUM REACTIVE POWER
The Maximum Reactive Power page shows 
the recorded maximum reactive power for each 
phase as well as the maximum total reactive 
power with the corresponding time and date 
since the last reset as shown in Fig 62:

Fig 62 : Maximum Reactive Power page

Touch BUTTON functions:
• to reset the recorded maximum reactive 

power values to zero, touch the RESET 
(F3) button.

• otherwise, touch the BACK (F1) button to 
return to the POWER sub-menu.

In clearing the recorded values, the user will 
be prompted with a Clear Logged Data? 
confirmation.

The time and date records are displayed in the 
hour:minute:second day-month-year format.

When these recorded values are cleared, the 
corresponding time and date records are also 
cleared to the default 00:00:00 00-00-2000.

When these recorded values are cleared, the 
corresponding time and date records are also 
cleared to the default 00:00:00 00-00-2000.
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Touch BUTTON functions:
•	 to confirm clearing the recorded values, 

touch the YES (F4) button.

•	otherwise, touch the NO (F2) button.

3.6.10
MINIMUM REACTIVE POWER
The Minimum Reactive Power page shows the 
recorded minimum reactive power for each phase 
as well as the minimum total reactive power with 
the corresponding time and date since the last 
reset as shown in Fig 63:

Fig 63 : Minimum Reactive Power page

Touch BUTTON functions:
• to reset the recorded minimum reactive 

power values to zero, touch the RESET 
(F3) button.

• otherwise, touch the BACK (F1) button to 
return to the POWER sub-menu.

In clearing the recorded values, the user will 
be prompted with a Clear Logged Data? 
confirmation.

The time and date records are displayed in the 
hour:minute:second day-month-year format. When these recorded values are cleared, the 

corresponding time and date records are also 
cleared to the default 00:00:00 00-00-2000.

Meter Operations	
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Touch BUTTON functions:
•	 to confirm clearing the recorded values, 

touch the YES (F4) button.

•	otherwise, touch the NO (F2) button.

Fig 64 : Maximum Apparent Power page

Touch BUTTON functions:
• to reset the recorded maximum apparent 

power values to zero, touch the RESET 
(F3) button.

• otherwise, touch the BACK (F1) button to 
return to the POWER sub-menu.

In clearing the recorded values, the user will 
be prompted with a Clear Logged Data? 
confirmation.

The time and date records are displayed in the 
hour:minute:second day-month-year format.

When these recorded values are cleared, the 
corresponding time and date records are also 
cleared to the default 00:00:00 00-00-2000.

3.6.11
MAXIMUM APPARENT 
POWER
The Maximum Apparent Power page shows 
the recorded maximum apparent power for each 
phase as well as the maximum total apparent 
power with the corresponding time and date 
since the last reset as shown in Fig 64:
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Touch BUTTON functions:
•	 to confirm clearing the recorded values, 

touch the YES (F4) button.

•	otherwise, touch the NO (F2) button.

Touch BUTTON functions:
• to reset the recorded minimum apparent 

power values to zero, touch the RESET 
(F3) button.

• otherwise, touch the BACK (F1) button to 
return to the POWER sub-menu.

In clearing the recorded values, the user will 
be prompted with a Clear Logged Data? 
confirmation.

The time and date records are displayed in the 
hour:minute:second day-month-year format.

When these recorded values are cleared, the 
corresponding time and date records are also 
cleared to the default 00:00:00 00-00-2000.

3.6.12
MINIMUM APPARENT POWER
The Minimum Apparent Power page shows 
the recorded minimum apparent power for each 
phase as well as the minimum total apparent 
power with the corresponding time and date 
since the last reset as shown in Fig 65:

Fig 65 : Minimum Apparent Power page
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The displayed values may be incomplete due to 
the limited display width. Use the < and > buttons 
to view the complete values.

3.7.1
Active Energy
The Active Energy page shows the nett active 
energy for each phase as well as the total nett 
active energy as shown in Fig 67:

Fig 67 : Active Energy page

Touch BUTTON functions:
•	 to view the digits on the right of the displayed 

numbers, touch the < (F2) button.

•	 to view the digits on the left of the displayed 
numbers, touch the > (F3) button.

Touch BUTTON functions:
•	 to select the parameter page of interest, 

touch either the UP (F2) or DOWN (F3) 
button until the parameter item is highlighted 
(within a dashed rectangular box and a RED 
dot to its left). To confirm this selection, touch 
the ENTER (F4) button.

•	 to return to the MAIN MENU, touch the 
BACK (F1) button

3.7
ENERGY sub-menu
The ENERGY sub-menu allows the selection of 
energy parameter pages as shown in Fig 66:

Fig 66 : ENERGY sub-menu

Meter Operations	
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3.7.3

3.7.2
Reactive Energy
The Reactive Energy page shows the nett 
reactive energy for each phase as well as the total 
nett reactive energy as shown in Fig 68:

Fig 68 : Reactive Energy page

•	 to jump to the Reactive Energy page, touch 
the Q (F4) button.

•	otherwise, touch the BACK (F1) button to 
return to the ENERGY sub-menu.

The displayed values may be incomplete due to 
the limited display width. Use the < and > buttons 
to view the complete values.

Touch BUTTON functions:
•	 to view the digits on the right of the displayed 

numbers, touch the < (F2) button.

•	 to view the digits on the left of the displayed 
numbers, touch the > (F3) button.

•	 to jump to the Apparent Energy page, touch 
the S (F4) button.

•	otherwise, touch the BACK (F1) button to 
return to the ENERGY sub-menu.

3.7.3
Apparent Energy
The Apparent Energy page shows the nett 
apparent energy for each phase as well as the 
total nett apparent energy as shown in Fig 69:

Fig 69 : Apparent Energy page
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The displayed values may be incomplete due to 
the limited display width. Use the < and > buttons 
to view the complete values.

Touch BUTTON functions:
•	 to view the digits on the right of the displayed 

numbers, touch the < (F2) button.

•	 to view the digits on the left of the displayed 
numbers, touch the > (F3) button.

•	 to jump to the Total Energy page, touch the 
ALL (F4) button.

•	otherwise, touch the BACK (F1) button to 
return to the ENERGY sub-menu.

The displayed values may be incomplete due to 
the limited display width. Use the < and > buttons 
to view the complete values.

Touch BUTTON functions:
•	 to view the digits on the right of the displayed 

numbers, touch the < (F2) button.

•	 to view the digits on the left of the displayed 
numbers, touch the > (F3) button.

•	 to jump to the Active Energy page, touch 
the P (F4) button.

•	otherwise, touch the BACK (F1) button to 
return to the ENERGY sub-menu

3.7.4
Total Energy
The Total Energy page shows the total nett 
energy flow for active, reactive and apparent 
energy as shown in Fig 70:

Fig 70 : Total Energy page
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For DPM680B, selecting the Communication 
Settings parameter item will lead to the Modbus 
sub-page directly.

Touch BUTTON functions:
•	 to abort clearing the energy register values, 

touch the NO (F2) button.

•	otherwise, touch the YES (F2) button to clear 
the energy registers and the user will be 
prompted for password authentication as in 
section 3.2.

3.7.5
Reset Energy 
Counters
When the Reset Energy Counter page is 
selected, the user will be prompted with a Clear 
All Registers? confirmation.

3.8
SETTING sub-menu
The SETTING sub-menu allows the selection of 
parameter pages as shown in Fig 71:

Fig 71 : SETTING sub-menu

Touch BUTTON functions:
•	 to select the parameter page of interest, 

touch either the UP (F2) or DOWN (F3) 
button until the parameter item is highlighted 
(within a dashed rectangular box and a RED 
dot to its left). To confirm this selection, touch 
the ENTER (F4) button.

•	 to return to the MAIN MENU, touch the 
BACK (F1) button.
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3.8.1
CT & VT Ratios
The CT & VT Ratios page as shown in Fig 72 
displays and allows the setting of the current 
transformer (CT) and voltage transformer (VT) 
ratios used to scale the metering inputs.

Fig 72 : CT & VT Ratios page

The CT primary current input can be set from 5 A 
to 50,000 A but the CT secondary current
output is fixed at 5A full scale.

The VT primary voltage input can be set from 
60 V to 50,000 V and the VT secondary voltage 
output can be set from 60 V to 300V full scale.

Note:
The VT secondary voltage must be lower 
than the VT primary voltage.

Touch BUTTON functions:
•	 to input new settings, touch the SET (F4) 

button.

•	otherwise, touch the BACK (F1) button to 
return to the SETTING sub-menu

Touch BUTTON functions:
•	 to increase the number, touch the UP (F2) 

button.

•	 to decrease the number, touch the DOWN 
(F3) button.

•	 to select the next field to change, touch the 
NEXT (F4) button and repeat the above 2 
steps.

•	 to save the settings and/or return to the CT 
& VT Ratios sub-page, touch the BACK (F1) 
button.

In the input mode, the UP (F2) and DOWN (F3) 
buttons will become active and the background 
colour of the active field will be changed to white.
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The user will be prompted to confirm the saving 
of settings.

3.8.2
Communication Settings 
(only for DPM680)
The Communication Settings page displays 
and allows the setting of the communication 
parameters as shown in Fig 73.

Fig 73 : Communication Settings page

Touch BUTTON functions:
•	 to abort saving the settings, touch the NO 

(F3) button to return to the SETTING sub-
menu.

•	otherwise, touch the YES (F2) button to save 
the settings and the user will be prompted for 
password authentication as in section 3.2.

Touch BUTTON functions:
•	 to select the parameter sub-page of interest, 

touch either the UP (F2) or DOWN (F3) 
button until the parameter item is highlighted 
(within a dashed rectangular box and a RED 
dot to its left). To confirm this selection, touch 
the ENTER (F4) button.

•	 to return to the SETTING sub-menu, touch 
the BACK (F1) button.
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3.8.2.1
Ethernet (TCP/IP)
(only for DPM680)
The Ethernet (TCP/IP) sub-page as shown in Fig 
74 displays and allows the setting of DHCP and 
fixed TCP/IP network parameters for the purpose 
of accessing the webpage and the Modbus TCP/
IP server.

Fig 74 : Ethernet (TCP/IP) sub-page

Touch BUTTON functions:
•	 to input new settings, touch the SET (F4) 

button.

•	otherwise, touch the BACK (F1) button to 
return to the Communication Settings page.

Touch BUTTON functions:
•	 to increase the number or toggle the field, 

touch the UP (F2) button.

•	 to decrease the number or toggle the field, 
touch the DOWN (F3) button.

•	 to select the next field to change, touch the 
NEXT (F4) button and repeat the above 2 
steps.

The default fixed TCP/IP settings are as follow:

	 IPv4 address: 	 192.168.28.28 
	 Subnet mask: 	 255.255.255.0
	 Gateway address: 192.168.28.1

In the input mode, the UP (F2) and DOWN (F3) 
buttons will become active and the background 
colour of the active field will be changed to white.
Each field in the IPv4 address, subnet mask 
and gateway address must be numerical from 
0 to 255.

Note:
The DHCP Enable field must be toggled to 
NO in order to use the alternate fixed TCP/
IP settings.
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Touch BUTTON functions:
•	 to abort saving the settings, touch the NO 

(F3) button to return to the Ethernet (TCP/
IP) sub-page.

•	otherwise, touch the YES (F2) button to save 
the settings and the user will be prompted for 
password authentication as in section 3.2.

•	 to save the settings and/or return to the 
Ethernet (TCP/IP) sub-page, touch the 
BACK (F1) button.

The user will be prompted to confirm the saving 
of settings.

The meter MUST be powered off and on for the 
new IP settings to take effect.

Touch BUTTON functions:
•	 to input new settings, touch the SET (F4) 

button.

•	otherwise, touch the BACK (F1) button to 
return to the Communication Settings page 
(only for DPM680) or the SETTING sub-menu.

3.8.2.2
Modbus
The Modbus sub-page displays and allows the 
setting of Modbus communication parameters as 
shown in Fig 75.

Fig 75 : Modbus sub-page

In the input mode, the UP (F2) and DOWN (F3) 
buttons will become active and the background 
colour of the active field will be changed to white.

Touch BUTTON functions:
•	 to increase the number or select the next 

option, touch the UP (F2) button.

•	 to decrease the number or select the prior 
option, touch the DOWN (F3) button.
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The unit Address can be set from 1 to 247.

The serial Data Format options are shown in 
Table 3.

Baud Rate can be set at either 300, 600, 1200, 
2400, 4800, 9600, 19200 or 38400.

Enabling the Remote Set allows the remote 
terminal to read and write the meter settings 
via Modbus RTU or Modbus TCP/IP (only for 
DPM680), otherwise the setting data can only 
be read.

Before the saving of settings, the user will be 
prompted for confirmation.

Even
Odd
No
No

1
1
2
1

Parity Stop
Table 3 : RS-485 data format

Touch BUTTON functions:
•	 to abort saving the settings, touch the NO 

(F3) button to return to the Modbus sub-
page.

•	otherwise, touch the YES (F2) button to save 
the settings and the user will be prompted for 
password authentication as in section 3.2.

3.8.2.3 
VIEW NETWORK DETAILS
(only for DPM680)
The View Network Details sub-page displays 
the actual TCP/IP network parameters as shown 
in Fig 76.

Fig 76 : View Network Details sub-page

•	 to select the next field to change, touch the 
NEXT (F4) button and repeat the above 2 
steps.

•	 to save the settings and/or return to the 
Modbus sub-page, touch the BACK (F1) 
button.
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Touch BUTTON functions:
•	 to return to the Communication Settings 

page, touch the BACK (F1) button.
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3.8.3
System Settings
The System Settings page displays the system 
parameters and allows the adjustment of time, 
date and password as shown in Fig 77:

Fig 77 : System Settings page

Touch BUTTON functions:
•	 to select the parameter sub-page of interest, 

touch either the UP (F2) or DOWN (F3) 
button until the parameter item is highlighted 
(within a dashed rectangular box and a RED 
dot to its left). To confirm this selection, touch 
the ENTER (F4) button.

•	 to return to the SETTING sub-menu, touch 
the BACK (F1) button.

3.8.3.1
Version
The Version sub-page displays the basic identity 
information of the power meter as shown in 
Fig 78:

Fig 78: Version sub-page

If the network connection is inactive, zeros would 
displayed in every field. If the network connection 
is active and DHCP is enabled, the TCP/IP 
settings dynamically assigned by the DHCP 
server would be displayed. If DHCP is disabled 
and the network connection is active, the fixed 
TCP/IP settings set by the user in the Ethernet 
(TCP/IP) sub-page would be displayed instead.



64

3.8.3.2
Date & Time
The Date & Time sub-page displays and allows 
the setting of date, time and local UTC time offset 
as shown in Fig 79:

Fig 79 : Date & Time sub-page

Meter Operations	
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In the input mode, the UP (F2) and DOWN (F3) 
buttons will become active and the background 
colour of the active field will be changed to white.

Touch BUTTON functions:
•	 to input new settings, touch the SET (F4) 

button.

•	otherwise, touch the BACK (F1) button to 
return to the System Settings page.

Touch BUTTON functions:
•	 to increase the number, touch the UP (F2) 

button.

•	 to decrease the number, touch the DOWN 
(F3) button.

•	 to select the next field to change, touch the 
NEXT (F4) button and repeat the above 2 
steps.

•	 to save the settings and/or return to the Date 
& Time sub-page, touch the BACK (F1)
button.

The date format is year / month / day.

The time is hour : minute in the 24-hour format.

The year is settable from 2000 to 2050 and 
the settable day of the month depends on the 
selected month and the applicable leap year.

Touch BUTTON functions:
•	 to return to the System Settings page, 

touch the BACK (F2) button.
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Touch BUTTON functions:
•	 to abort saving the settings, touch the NO 

(F3) button to return to the Date & Time sub-
page.

•	otherwise, touch the YES (F2) button to save 
the settings and the user will be prompted for 
password authentication as in section 3.2.

3.8.3.3
Change Device 
Password
To enter the Change Device Password sub-
page, the user will be prompted for password 
authentication as in section 3.2.

When the correct password is authenticated, the 
Change Device Password sub-page will appear 
as shown in Fig 80:

Fig 80 : Change Device Password sub-page

Touch BUTTON functions:
•	 to abort the saving operation and return to 

the System Settings page, touch the BACK 
(F1) button.

•	otherwise, touch the SET (F4) button to input 
the password.

The UTC Time is the zone time difference 
between the local time and the Coordinated 
Universal Time. Its valid range is from -13 to +12.
If the meter is connected to the Internet, the UTC 
value from the Internet time server duly adjusted 
for the zone time difference will automatically 
overwrite the meter date and time settings. 
Otherwise, the user set date and time will take 
precedence.

Details about UTC and the applicable zone time 
difference can be found in http://en.wikipedia.org/
wiki/Coordinated_Universal_Time.

Before the saving of settings, the user will be 
prompted for comfirmation.

http://en.wikipedia.org/wiki/Coordinated_Universal_Time
http://en.wikipedia.org/wiki/Coordinated_Universal_Time
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Meter Operations	
3.8.3.3    3.8.3.4

In the input mode, the UP (F2) and DOWN (F3) 
buttons will become active and the background 
colour of the active field will be changed to white.

Touch BUTTON functions:
•	 to increase the number, touch the UP (F2) 

button.

•	 to decrease the number, touch the DOWN 
(F3) button.

•	 to select the next field to change, touch the 
NEXT (F1) button and repeat the above 2 
steps.

•	when all the fields are filled, touch the 
ENTER (F4) button and the SAVE (F1) 
button will appear.

•	 touch the SAVE (F1) button and if the 
New Password does not match with the 
Re-entered password, an error message 
will appear and the above process has to 
be repeated unless aborted by touching the 
BACK (F1) button. If the password is correct, 
it will be saved and the display will return to 
the System Settings page.

The password for this purpose is the factory 
setting password. Please see section 3.2 for 
more details.

3.8.3.4
Factory Settings
The Factory Settings sub-page displays a 
warning message that all settings (and device 
password) will be reset to the factory default 
values except the energy register values. (The 
energy registers can be cleared through the 
Reset Energy Counter page as in section 3.7.5)

Touch BUTTON functions:
•	 to abort resetting the meter to default values, 

touch the NO (F3) button to return to the 
System Settings page.

•	otherwise, touch the YES (F2) button and 
the user will be prompted for password 
authentication as in section 3.2.
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The LCD Auto Off time duration can be selected 
from either 5 mins, 10 mins , 20 mins, 30 mins 
& 60 mins or Continuous On. The default time 
duration is 10 minutes.

3.8.3.5
DISPLAY Settings
The Display Settings sub-page as shown in Fig 
81 displays and allows the setting of touch button 
inactivity time duration before the LCD display 
is turned off.

Touch BUTTON functions:
•	 to input new settings, touch the SET (F4) button.

•	otherwise, touch the BACK (F1) button to 
return to the System Settings page.

Fig 81 : Display Setting sub-page

Meter Operations	
3.8.3.5	

The user will be prompted to confirm the saving 
of settings.

In the input mode, the UP (F2) and DOWN (F3) 
buttons will become active and the background 
colour of the active field will be changed to white.

Touch BUTTON functions:
•	 to abort saving the settings, touch the NO 

(F3) button to return to the System Settings 
page.

•	otherwise, touch the YES (F2) button to save 
the settings and the display will return to the 
System Settings page.

Touch BUTTON functions:
•	 to increase the number or select Continuous 

On, touch the UP (F2) button.

•	 to decrease the number, touch the DOWN 
(F3) button.

•	 to save the settings and/or return to the 
System Settings page, touch the BACK 
(F1) button.
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4
Webpage Operations
(only for DPM680)
The webpages stored in the meter’s built-in 
server can be accessed by a browser. However, 
it is recommended to use IE7 or higher versions.

4.1
Voltage and Current 
page
The Voltage and Current webpage can be 
accessed either by typing the IP address in the 
URL input of the web browser or by clicking on 
the Voltage & Current link in other webpages of 
the meter. The main webpage as shown in Fig 82 
should appear.

This main webpage displays the following 
parameters:

Note:
Please ensure the LAN is properly 
connected to the meter and the TCP/IP 
setting is properly configured both at the 
meter and the client and/or router.

•	 line voltage: between any 2 phases.
•	phase voltage: all phases.
•	maximum/peak phase voltage: all phases.
•	current: all phases and neutral.
•	maximum/peak current: all phases & neutral.
•	current THD: all phases.
•	voltage THD: all phases.
•	voltage sequence components: positive, 

negative & zero.
•	current sequence components: positive, 

negative & zero.
•	 line frequency.
•	 time & date

3.8.4
For Factory Use Only
The access to the For Factory Use Only page is 
restricted to factory personnel only.3.8.4        W

ebpage Operations     4	
 4.1
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Fig 82 : Voltage and Current webpage display

By clicking on the links at the bottom of the 
webpage, the browser will download the 
corresponding webpage. 

Clicking on the Voltage and Current link will 
reload this webpage.

W
ebpage Operations	

4.1
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4.2
Energy and Power 
page
The Energy and Power webpage can be 
downloaded by clicking on the Energy and 
Power link in other webpages of the meter. The 
webpage as shown in Fig 83 should appear.

This webpage displays the following parameters:

•	nett active, reactive and apparent power: 
all phases & total.

•	nett active, reactive and apparent energy: 
all phases & total.

•	 imported active, reactive and apparent 
energy: all phases.

•	exported active, reactive and apparent 
energy: all phases.

•	displacement and total power factor: all 
phases.

•	overall total power factor.

•	nominal active, reactive & apparent power 
demand.

•	maximum/peak active, reactive and 
apparent power demand.

•	nominal thermal current demand: all 
phases.

•	maximum/peak thermal current demand: 
all phases.

•	 time & date.

The imported energy is the energy flow from the 
supply end to the load while the exported energy 
is the energy flow from the load to the supply 
end. These parameters are NOT available for 
display at the meter.

By clicking on the links at the bottom of the 
webpage, the browser will download the 
corresponding webpage. 

Clicking on the Energy and Power link will 
reload this webpage.

W
ebpage Operations	

4.2
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Fig 83 : Energy and Power webpage display
W

ebpage Operations	
4.2
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4.3
Parameter Setting 
page
The Parameter Setting webpage can be 
downloaded by clicking on the Parameter 
Setting link in other webpages of the meter. 
The webpage as shown in Fig 84 should 
appear.

Note:
The CT secondary current is fixed at 5A.

In this webpage, the user is allowed 
to modify the following displayed 
parameters:

•	 VT primary voltage

•	 VT secondary voltage

•	 CT primary current

•	 power demand interval

•	 power demand sub interval blocks

•	 thermal current demand interval

•	 thermal current demand sub 
interval blocks

By clicking on the links at the bottom, the brower 
will download the corresponding webpage. 

Clicking on the Parameter Setting link will reload 
this webpage.

W
ebpage Operations	

4.3
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Fig 84 : Energy and Power webpage display W
ebpage Operations	

4.3
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4.3.1
Webpage Password
To authenticate the changing of parameters, a 
valid webpage password must be entered.
The factory default webpage password is 
dpm680.

The user is advised to set his own webpage 
password for security reasons. This be done by 
entering the new webpage password in both the 
New Password and Retype New Password 
fields after entering the current webpage 
password in the Password field.

Note:
The maximum length of the webpage 
password is 15 characters.

The input parameters are checked according to 
the following restrictions:

•	 the VT primary voltage is between 60V and 
50,000V.

•	 the VT secondary voltage is between 60V 
and 300V AND it is lower than the VT primary 
voltage.

•	 the CT primary current is between 5A and 
50,000A.

•	 the interval for both thermal current demand 
and power demand is between 60 and 1,800 in 
multiples of 60.

•	 the demand interval for both power and thermal 
current demands in secs must be whole 
number multiples of their respective sub interval 
periods and, 

•	 the sub interval period must be longer than 15 
secs.

If any of the above restrictions is violated, the 
user will be prompted to review the violated 
restriction, highlighted in red.

If an invalid webpage password is entered, the 
parameter changes will not take place and the 
Invalid Password or Setting error message will 
appear, urging the user to retry.

W
ebpage Operations	

4.3	
4.3.1
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The physical interface for Modbus-RTU is 
isolated RS-485. Therefore, the limitations and 
restrictions according to the RS-485 standard 
must be observed. In particular, the total length 
should not be more than 1,000m per network and 
each network should be daisy- chained with not 
more than total 32 devices.

In the Modbus TCPIP (only for DPM680) 
interface, the physical interface is 10M/100M 
Base T Ethernet, based on IPv4. The meter 
may auto-negotiate with the PC or router 
whenever possible to run at 100M Base T speed 
if available.

5
Modbus Operations
The meter is accessible through either Modbus-
RTU or Modbus TCPIP (only for DPM680).

The table of variables and their respective 
addresses are similar for both protocols 
and they are listed in the DPM680 Modbus 
Communication Manual which can be 
downloaded from the  www.itmikro.com website.

The Modbus registers are divided into 4 broad 
categories:

•	 Device Information Data
•	 Communication Information Data
•	 Setting Data
•	 Operations Data

The registers in ALL categories can be accessed 
through either function code 03 or 04. Only 
Setting Data registers can be overwritten through 
function code 06. Function code 06 can only 
be enabled through the meter touch buttons – 
please see section 3.8.2.2.

Note:
It is NOT advisable to access the meter through 
both RTU and TCP/IP at the same time.

Note:
The device ID is fixed at 1 for Modbus TCP/IP.

The Modbus server is limited to opening no 
more than 2 TCP/IP sockets, i.e. it cannot 
serve more than 2 clients.

Modbus Operations	
5
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6
Troubleshooting Guide
The meter contains no user serviceable 
parts. Please contact your dealer or local 
sales representative should the meter require 
maintenance service.

Table 4 shows some basic checking that can be 
done at the user level to identify some possible 
causes of problems and possible solutions.

Please do NOT open the meter. 
Doing so will void the warranty and 
may endanger the user.

Table 4 Troubleshooting guide
Problem

LCD display not illuminating

Meter displaying unexpected 
value, phase order and 
polarity

Meter unable to 
communicate with remote 
terminal

Possible Causes Possible Solution
No power from the meter 
control power supply to the 
meter.
Incorrect setting

Improper termination

Improper termination

Incorrect setting

Incorrect setting

Verify meter control power 
connection to the meter, 
including fuses
Verify the meter settings as 
per section section 2.3

Verify connections as per 
section 2.2, esp the polarity
Verify the network terminator 
is installed properly
Verify the meter settings as 
per section 3.8.2
Verify the network settings as 
per section 2.4

Improper connection Verify connections as per 
section 2.2, esp the polarity 
and phase order

Troubleshooting Guide	
6
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Appendix A
Specifications
Table A.1 below shows the list of measurement parameters and their associated limits and resolution. 
It also shows the display, communication, environmental and mechanical attributes of the meter, 
including standards compliance.

Table A.1 Specification list

Appendix	
A
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Table A.1 Specification list
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Table A.1 Specification list
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Appendix B 
Numerical Methods

B.1 Demand Calculation

Demand parameters are used to show average values over a demand interval.
This power meter calculates the demand quantity by using the sliding block method. In this method, 
the demand interval is divided into n sub intervals. For each sub interval s, the quantity average, qs is 
taken. Finally, the demand quantity is the average of the n consecutive sub interval quantity averages 
over the demand interval, i.e. Σ(qs)/n . The demand quantity is therefore updated at the expiry of each 
sub interval.

In the example shown in the figure below for 3 sub intervals per demand interval, sub interval average 
currents, is1 to is5 are taken over sub intervals 1 to 5. At the end of sub interval 3, the demand current 
id1 is calculated from the average of the last 3 sub interval average currents, i.e. id1 = (is1 + is2 + is3) 
/ 3. This process will repeat again at the end of sub interval 4 where id2 = (is2 + is3 + is4) / 3.

Appendix	
B.1
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B.2 Total Harmonic Distortion Calculation

Total Harmonic Distortion (THD) is a power quality indicator used to show the extent of voltage and 
current waveform distortion by the load. The THD is calculated by the following equation:

THD={h2 +h3 +h4 +........+h32}/ h1 x100%

where hn represents the nth harmonic component of the quantity, resolved using Fourier’s Transform.

B.3 Sequence Components Calculation

Sequence components are abstract quantities resolved from the phase voltages and currents. 
They describe the degree and nature of imbalance and phase reversal. Any 3-phase system can 
be resolved into 3 balanced 3-phase components: positive, negative and zero sequences using the 
following equations:

	 Izero 	 = 1⁄3 { I1 + I2 + I3} 

	 Ipos 	 = 1⁄3 { I1 + aI2 + a2I3} 

	 Ineg 	 = 1⁄3 { I1 + a2I2 + aI3}

	 Vzero	 = 1⁄3 { V1 + V2 + V3} 

	 Vpos 	 = 1⁄3 { V1 + aV2 + a2V3} 

	 Vneg 	 = 1⁄3 { V1 + a2V2 + aV3}

These values are useful for identifying sources of imbalance and for troubleshooting protective relay 
settings and wiring faults such as phase reversals.

where a = 120˚ unit vector phase shifter

Appendix	
B.2	

B.3
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B.4 Power Factor Calculation

The total power factor is a measure of effectiveness of actual power transfer and it is calculated by the 
following equation:

Total power factor	 = Active power / {RMS voltage x RMS current}
	 = Active power / Apparent power

The overall total power factor is calculated based on arithmetic apparent power and total active power.

On the other hand, the displacement power factor is calculated using only the fundamental 
components of the voltage, current and active power, i.e.

Displacement power factor =	Fundamental active power /
		  {Fundamental RMS voltage
		  x Fundamental RMS current}

B.5 Apparent Power Calculation

For individual phases, the true apparent power is calculated from the rms voltage and current by the 
following equation:

True apparent power = true rms voltage x true rms current

To obtain the overall true apparent power, the true apparent power of individual phases are
summed arithmetically by the following equation:

Overall true apparent power = Phase L1 true apparent power +
	 Phase L2 true apparent power +
	 Phase L3 true apparent power

Appendix	
B.4	
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